12' - 0" MIN.
EQ. 9 -8-1/2" EQ.
4 ~10-1/4" < 4'-10-1/4"
A ! g [T
- A

2 -10"

8' - 6" MIN.

CONSTRUCTION BOTES

A. 3"% STEEL PIPE, TYPICAL AT MAIN FRAME SUPPORTS,

B. 2-1/2"+ STEEL PIPE - SEE DETAILS A & B/.12 ON
SHEET 2533.12, A & B/.13 ON SHEET 2533.13 & A/.14
ON SHEKT 2533.14 FOR CONNECTIONS.

C. HIGH BACK BUS BENCH(ES) TO BE MADE FROM 100X
RECYCLED PLASTIC AS MANUFACTURED BY HAMMER'S
PLASTIC RECYCLYING CORPORATION OR APPROVED EQUAL.

D. 4" CONCRETE SLAB 8'-6" X 12'-0" WITH WWF

REINFORCINC, (NOT REQUIRED WHERE THRRE IS

EXISTIRG PAVING).

1/4" STEEL PLATE WELDED TO STEEL PIPE,

578" CARRIAGE BOLT.

2"~ STEEL PIPE.

ROOF LINE ABOVE,

CONCRETE JOINT.
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